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FIRE SPRINKLER SCOPE OF WORK:
1. PROVIDE A COMPLETE FIRE SPRINKLER SYSTEM THROUGHOUT THE BUILDING PER NFPA 13, 2010 EDITION, STATE
OF OREGON, AND VETERANS ADMINISTRATION REQUIREMENTS.
2.FIRE SPRINKLER WORK TO START INSIDE BUILDING.
3. ALL PENDANT SPRINKLERS SHALL BE INSTITUTIONAL TYPE IN WHITE FINISH.
4.10% BUFFER ON HYDRAULIC CALCULATIONS REQUIRED.
5. BUILDING IS NON—COMBUSTIBLE CONSTRUCTION, SPRINKLERS ARE NOT REQUIRED IN NON—COMBUSTIBLE CEILING
VOIDS. BRING ANY COMBUSTIBLE CONSTRUCTION OR SITUATION FOUND DURING DESIGN OR INSTALLATION TO THE
ATTENTION OF THE ARCHITECT FOR CLARIFICATION.
6.PIPING SHOWN ON PLANS IS DIAGRAMMATIC. CONTRACTOR IS RESPONSIBLE FOR FINAL DESIGN AND ROUTING TO
AVOID INTERFERENCES WITH STRUCTURE, EQUIPMENT AND DEVICES.
7.SEE STRUCTURAL DRAWINGFS FOR ROOF DECK SUPPORT LIMITATIONS FOR ALL SUSPENDED COMPONENTS.
8.REFER TO SPECIFICATION SECTION 21 13 13 FOR ADDITIONAL REQUIREMENTS.
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FIRE SPRINKLER SCOPE OF WORK:

PROVIDE A COMPLETE FIRE SPRINKLER SYSTEM THROUGHOUT THE BUILDING PER NFPA 13, 2010 EDITION, STATE
OF OREGON, AND VETERANS ADMINISTRATION REQUIREMENTS.

FIRE SPRINKLER WORK TO START INSIDE BUILDING.

QP Q? ALL PENDANT SPRINKLERS SHALL BE INSTITUTIONAL TYPE IN WHITE FINISH.
10% BUFFER ON HYDRAULIC CALCULATIONS REQUIRED.
BUILDING IS NON—COMBUSTIBLE CONSTRUCTION, SPRINKLERS ARE NOT REQUIRED IN NON—COMBUSTIBLE CEILING
VOIDS. BRING ANY COMBUSTIBLE CONSTRUCTION OR SITUATION FOUND DURING DESIGN OR INSTALLATION TO THE
ATTENTION OF THE ARCHITECT FOR CLARIFICATION.

PIPING SHOWN ON PLANS IS DIAGRAMMATIC. CONTRACTOR IS RESPONSIBLE FOR FINAL DESIGN AND ROUTING TO
AVOID INTERFERENCES WITH STRUCTURE, EQUIPMENT AND DEVICES.
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